
 

 

 

2018 International Fire Code 

Add new text as follows: 

907.10 Smoke alarm maintenance. Smoke alarms shall be tested and maintained in 

accordance with the manufacturer's instructions. Smoke alarms shall be replaced when they fail 

to respond to operability tests, or when they exceed 10 years from the date of manufacture, 

unless otherwise provided by the manufacturer's published instructions. 


